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ABSTRAK 
 

ANALISA PERFORMA TESTBED COOLING TOWER 

DENGAN KAPASITAS AIR 8 LPM MENGGUNAKAN 

VARIASI FILLER COOLING PAD 

 

Pada simulator testbed cooling tower dalam proyek akhir ini, air yang didinginkan 

adalah air panas yang berasal dari heater tank atau buffertank yang berisi air 

keluaran dari heat exchanger. Beberapa faktor yang mempengaruhi kinerja cooling 

tower diantaranya adalah penggunaan bahan pengisi (filler). Filler sangat 

mempengaruhi peningkatan performa kerja dari suatu cooling tower dalam 

menurunkan temperatur air. Tujuan penelitian ini adalah untuk mengetahui 

performa kerja dan efisiensi dari cooling tower berdasarkan variasi bentuk filler 

yang digunakan. Penelitian ini dilakukan dengan memodifikasi suatu cooling tower 

dengan jenis cooling tower counterflow, yang kemudian diteliti dengan 

menggunakan instrumen alat ukur untuk mendapatkan suhu air masuk, suhu air 

keluar, suhu udara masuk, dan suhu udara keluar, dengan memvariasikan filler dan 

kecepatan aliran air. Berdasarkan hasil penelitian ini didapatkan hasil sebagai 

berikut, cooling tower yang menggunakan fill cooling pad memiliki perfoma kerja 

dengan efektivitas sebesar 34%, range sebesar 16°C, approach sebesar 31°C, 

kapasitas pendingin sebesar 8,6944kW, dan perpindahan konveksi pada filler 

8755,33 W . Berdasarkan hasil penelitian ini terdapat perbedaan performa kerja dari 

dua variasi penggunaan filler, fill cooling pad memiliki unjuk kerja yang lebih baik 

sebesar 5,9% efektivitas, range yang lebih besar sebesar 3°C, kemudian approach 

yang lebih kecil sebesar 2,2°C, dan kapasitas pendingin lebih besar sebesar 1,6302 

kW dibandingkan alumunium splash fill. 

 Kata Kunci : testbed cooling tower, filler, cooling pad  
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ABSTRACT 
 

ANALYSIS OF COOLING TOWER TESTBED PERFORMANCE 

WITH 8 LPM WATER CAPACITY USING COOLING PAD 

FILLER VARIATION 

 

The testbed of cooling tower simulator in this final project, the cooled water is the 

hot water coming from the heater tank or buffertank which contains water output 

from the heat exchanger. Several factors affect the performance of cooling towers 

including the use of filler materials. Filler greatly affects the increase of cooling 

tower performance in decreasing the water temperature. The purpose of this study 

was to determine the work performance and efficiency of the cooling tower based 

on the variation of filler used. This research was carried out by modifying a cooling 

tower with a counterflow cooling tower type, which was then examined using 

measuring instruments to obtain inlet water temperature, outlet water temperature, 

inlet air temperature, and outlet air temperature, by varying the filler and water 

flow velocity. Based on the results of this study, the following results were obtained, 

the cooling tower that uses cooling pad fill has a working performance with an 

effectiveness of 34%, a range of 16°C, an approach of 31°C, a cooling capacity of 

8.6944kW, and a convection heat exchanger of 8755,33 W. Based on the results of 

this study there are differences in work performance of the two variations of fill, the 

fill cooling pad has a better performance of 5.9% effectiveness, a larger range of 

3°C, then a smaller approach of 2.2°C, and a larger cooling capacity of 1.6302 kW 

compared to aluminum splash fill. 

 Keyword : testbed cooling tower, filler, cooling pad  
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